CERTIFICATE

of Conformity

N ®
TUVRheinland

Registration No.: AK 50516587 0001

Report No.: 50203867 005
Holder: Ginlong technologies Co., Ltd.
No.57 Jintong Road, Binhai,

(seafront), Industrial Park,
Xiangshan Ningbo
315712 Zhejiang

P.R. China

Product: PV-Inverter
(Grid-connected PV Inverter)

Identification: Type Designation :
Solis-1PxxK-4G (xx=2.5,3,3.6,4,4.6,5,6)
S5-GR1PyyK (yy=2.5,3,3.6,4,4.6,5,6)
S6-GR1PzzK (zz=2.5,3,3.6,4,4.6,5,6)
Serial Number : Engineering Samples
Firmware Version : V2E
continued on page 0002

Tested acc. to: RD 1699:2011
UNE 206006 IN:2011
UNE 206007-1 IN:2013
UNE 217001:2020

The certificate of conformity refers to the above mentioned product. This is to certify that the specimen

is in conformity with the assessment requirement mentioned above. This certificate does pe

conformity.

Date 27.08.2021

Weichun Li

TUV Rheinland LGA Products GmbH - TillystraRe 2 - 90431 Niirnberg




CERTIFIGCATE

of Conformity

& ®
TUVRheinland

Registration No.: AK 50516587 0002

Report No.: 50203867 005

Holder: Ginlong technologies Co., Ltd.
No.57 Jintong Road, Bmha:
(seafront), Industrial Park,
Xiangshan Ningbo
315712 Zhejiang
P.R. China

Product: PV-Inverter
(Grid-connected PV Inverter)

Identification: as page 0001 continuation

Remark (s) : Compliance with the requirement of RD
244/2019, Annex I. Refer to report

50203867 005 for details.

Tested acc. to: RD 1699:2011
UNE 206006 IN:2011
UNE 206007-1 IN:2013
UNE 217001:2020

The certificate of conformity refers to the above mentioned product. This is to certify that the specrmen
is in conformity with the assessment requirement mentioned above This certlflcate does _pet

conformity.

Date 27.08.2021

Weichun Li

TUV Rheinland LGA Products GmbH - TillystraRe 2 - 90431 Nirnberg




TUVRheinland®

mggg:o Solis-1P2.5K-4G Solis-1P3K-4G Solis-1P3.6K-4G Solis-1P4K-4G
Potencia nominal CA

Mo 2500 3000 3600 4000
Tension nominal CA 220/230 220/230 220/230 220/230
Nominal AC voltage

Corriente maxima CA

Maximal AC current 133 15.7 16.0 21.0
Frecuencia nominal

Norminal frequency 50/60 50/60 50/60 50/60
Rango de tension MPPT 50-450 90-520 90-520 90-520
MPPT voltage range

Tension CC maxima

Max. DC voltage 550 600 600 600
Corriente DC maxima 11/11 11/11 11/11 11/11

Max. DC current

Elemento de control
Control device

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Tipo de dispositivo de control

Type of control device Integrated Integrated Integrated Integrated
Modelo Solis-1P4.6K-4G Solis-1P5K-4 lis-1P6K-4 R1P2.5K
Model olis- .6K- olis-1P5K-4G Solis-1P6K-4G S5-G 5
Potencia nominal CA

Nominal AC Power 4600 5000 6000 2500
Tension nominal CA

Nominal AC voltage 220/230 220/230 220/230 220/230
Corriente maxima CA

Maximal AC current 238 25.0 273 133
Frecuencia nominal 50/60 50/60 50/60 50/60
Nominal frequency

Rango de tension MPPT

MPPT voltage range 90-520 90-520 90-520 50-450
Tension CC maxima

Max. DC voltage 600 600 600 550
Corriente DC maxima 11/11 11/11 11/11 14/14

Max. DC current

Elemento de control
Control device

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Tipo de dispositivo de control

Type of control device Integrated Integrated Integrated Integrated
mggg:o S5-GR1P3K S5-GR1P3.6K S5-GR1P4K S5-GR1P4.6K
Potencia nominal CA

N A o 3000 3600 4000 4600
Tension nominal CA 220/230 220/230 220/230 220/230
Nominal AC voltage

Corriente maxima CA

Maximal AC current 15.7 16.0 21.0 15.7
Frecuencianominal 50/60 50/60 50/60 50/60
Nominal frequency

Rango de tension MPPT 90-520 90-520 90-520 90-520
MPPT voltage range

Tension CC maxima

Max. DC voltage 600 600 600 600
Corriente DC maxima 14/14 14/14 14/14 14/14

Max. DC current

Elemento de control
Control device

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Controllerin Inverter

Tipo de dispositivo de control
Type of control device

Integrated

Integrated

Integrated

Integrated
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A TUVRheinland®

Modelo

Model S5-GR1P5K S5-GR1P6K
Potencia nominal CA

Nominal AC Power 5000 6000
Tension nominal CA

Nominal AC voltage 2201230 220/230
Corriente maxima CA

Maximal AC current 25.0 27.3
Frecuencianominal 50/60 0/60
Nominal frequency

Rango de tension MPPT

MPPT voltage range 90-520 90-520
Tensiéon CC maxima 600

Max. DC voltage

Corriente DC maxima 14/14 1414

Max. DC current

Elemento de control
Control device

Controllerin Inverter

Controllerin Inverter

Tipo de dispositivo de control

Type of control device Integrated Integrated

Modelo S6-GR1P2.5K S6-GR1P3K S6-GR1P3.6K S6-GR1P4K
Potencia nominal CA

Nominal AC Power 2500 3000 3600 4000
Tension nominal CA 220/230 220/230 220/230 220/230
Nominal AC voltage

Corriente maxima CA

Maximal AC current 13.3 15.7 16.0 21.0
Frecuencia nominal 50/60 50/60 50/60 50/60
Nominal frequency

Rango de tension MPPT 50-450 90-520 90-520 90-520
MPPT voltage range

Tension CC maxima

Max, DC voltage 550 600 600 600
Corriente DC maxima 14/14 14/14 14/14 14/14
Max. DC current

Elemento de control . . ) )
Control device Controllerin Inverter Controllerin Inverter Controllerin Inverter Controllerin Inverter
Tipo de dispositivo de control

Type of control device Integrated Integrated Integrated Integrated
Modelo S6-GR1P4.6K S6-GRLP5K S6-GR1P6K
Model

Potencia nominal CA

Nominal AC Power 4600 5000 6000
Tension nominal CA 220/230 220/230 220/230
Nominal AC voltage

Corriente maxima CA

Maximal AC current 23.8 25 273
Frecuencia nominal 50/60 50/60 50/60
Nominal frequency

Rango de tension MPPT j _ R

MPPT voltage range 90-520 90-520 90-520
Tensiéon CC maxima

Max. DC voltage 600 600 600
Corriente DC maxima 14/14 14/14 14/14

Max. DC current

Elemento d_e control Controllerin Inverter Controllerin Inverter Controllerin Inverter
Control device

Tipo de dispositivo de control

Type of control device Integrated Integrated Integrated

2/6




A TUVRheinland®

Informacién general del transductor de corriente externo / medidor de potencia ’

General information of external current transductor/ power meter

Modelo :
Model SolisEPM1-5G
Aplicacién
Application 1Phase
Tension nominal 230 Vac
Nominal voltage
Corriente maxima

5A
Max. current
Clase de precision
Class of accurancy Class 1
Tipo de comunicacion RS485
Type of communication

Esquema basico del sistema ”
Basic system diagram

SolisEPM1-5G
i N
Solis-EPM1-5G
I R O R INV 1 INV 2 INV N
Sig T T G s comny 55%
= AlB
)| | @
5 Parallel 4-pin Connector
Grid (Supplied by Solis)
L &
. i
PE i
racton Load
Single phase system with Solis-EPM1-5G

*) Para cumplir los requisitos de RD244:2019/ANEXO |y UNE 217001:2020, se instalarael dispositivo adicional.
For fulfill the requirementsof RD244 : 2019/ ANEXO | and UNE 217001:2020, the additional device shall be installed.
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A TUVRheinland®

Informacién general del transductor de corriente externo / medidor de potencia

General information of external current transductor/ power meter

)

Modelo

Model DDSD1352-C
Aplicacién

Application 1Phase
Tensién nominal 230 Vac
Nominal voltage

Corriente maxima 63 A
Max. current

Clase de precision

Class of accurancy Class 1
Tipo de comunicacién Meter

Type of communication

Esquema basico del sistema ”
Basic system diagram

DDSD1352-C

System drawing

()
o

Inverter

[N Jee

Local
Load

*) Para cumplir los requisitos de RD244:2019/ANEXO Iy UNE 217001:2020, se instalarael dispositivo adic ional.
For fulfill the requirementsof RD244 : 2019/ ANEXO | and UNE 217001:2020, the additional device shall be installed.
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A TUVRheinland®

Informacién general del transductor de corriente externo / medidor de potencia ’
General information of external current transductor/ power meter

Modelo ACR10R-D16TE
Model
Aplicacién 1 Phase
Application
Tensién nominal
Nominal voltage 230 Vac
Corriente maxima 120 A
Max. current
Clase de precision Class 1
Class of accurancy
Tipo de comunicacién
Type of communication Meter
Esquema basico del sistema ’
Basic system diagram
ACR10R-D16TE
System drawing
Pre-made Cable in Meter Package
RJ45 Connector
PSS ———————— =
r1 ! EELER]
g | ]
Inverter
56 T & 9 10 21 22 2
T phosucect)
"
. «
i = .
=
"% N §
PE Grid
oK
L | | PE
Local
Load

*) Para cumplir los requisitos de RD244:2019/ANEXO Iy UNE 217001:2020, se instalarael dispositivo adicional.
For fulfill the requirementsof RD244 : 2019/ ANEXO | and UNE 217001:2020, the additional device shall be installed.
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A TUVRheinland®

Informacién general del transductor de corriente externo / medidor de potencia ’

General information of external current transductor/ power meter

Modelo CTSA016-100A/33.33mA
Model

Corriente maxima

Max. current 1204

Clase de precision Class 1

Class of accurancy

Tipo de comunicacion cT

Type of communication

Esquema basico del sistema”

Basic system diagram

CTSA016-100A/33.33mA

Pre-made Cable in CT Package

2-Pin Connector CT Arrow— Grid

/—-—/—'—_\-\\ NV L m Grid L
6:: &00@® INV N @ Grid N

Mmﬂmmmr INV PE Grid PE

Load
L N PE

Figure 4.26 Smart Sensor

*) Para cumplir los requisitos de RD244: 2019/ ANEXO |y UNE 217001:2020, se instalarael dispositivo adicional.
For fulfillthe requirementsof RD244 : 2019/ ANEXO | and UNE 217001:2020, the additional device shall be installed.
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A TUVRheinland®

TUV Rheinland (China) Ltd.

Member of TUV Rheinland Group Precisely Right.
Ginlong technologies Co., Ltd. Date : 27.08.2021
Zhang Kun Our ref. : tangth 01

Your ref.: Kun Zhang
No.57 Jintong Road, Binhai,
(seafront), Industrial Park,
Xiangshan Ningbo
315712 Zhejiang
P.R. China

Ref : AKX Certificate of Conformity
Type of Equipment : Grid-connected PV Inverter
Model Designation : See Certificate

Certificate No. : AK 50516587 0001
Report No. : 50203867 005

Dear Zhang Kun,

We herewith confirm that a sample of the above mentioned technical
equipment has been tested and was found to be in accordance with the
relevant requirements.

Enclosed please find your Certificate of Conformity.

We appreciate your kind support and would like to offer our
assistance and continuous services in the future.

With kind regards,

Certification Body

WQC%\/

CC: Ginlong technologies Co., Ltd.

Enclosure

EBOFHRRESEwww.certipedia.comZ [, #53 H T TRMANLLB00 999 3668 / 400 883 130053

TUV Rheinland (China) Ltd. Unit 707, AVIC Bldg., No. 108, ERBEHEBRE=HDEZ102 Tel: (8610)6566 6660
EEMAUNEES (PE) HRAT Central Road, East 3rd Ring UHTAMIOIR Fax: (8610)6566 6667
Road,Chaoyang District, @i4R: 100022 e-mail: info@bj.chn.tuv.com

Beijing, 100022, P.R.China Internet: http://www.chn.tuv.com



